Organizational ESH&Q Inspections: Minimum Suggested Frequency
 
	Area Description
	Activity in Area/Qualifier
	Minimum
Suggested Frequency
	Responsible
Organization

	Outside of Buildings
	Grass, stairs, walkways, doorways
	Annually
	Occupant of Building 

	
	Loading docks, storage tanks
	Quarterly
	Occupant of Building

	Administrative Areas
 
	Offices, common areas (lunch rooms, meeting rooms, restrooms)
	Annually
	Occupant of Area

	Mechanical Equipment Areas (Coordinate with Plant Engineering Maintenance Management Center [MMC])
	 Utility closets
	Annually
	Occupant of Area

	
	Rooms with HVAC, compressors, water supply, and other physical hazards (need to be conducted between Bldg. Owner and Plant Engineering)
	Semi-annually
	1 x by Occupant of Area
1 x by Plant Engineering

	 Non-occupied Storage Areas
	Storage portion of basement
	Annually
	Occupant of Area

	Experimental Areas
 
 
 
 
 
 
Support Areas
	Electrical and radiation hazards only, Chemical use areas
	Quarterly
	Occupant of Area

	
	Laboratories (non-chemical)
	 Quarterly
	 

	
	Laboratories with chemical use
	 Quarterly
	 

	
	Beam lines
	Semi-annually
	 

	
	Tunnels, high bay areas
	 Semi-annually
	 

	
	Experimental power supply houses, rooms
	 Semi-annually
	 

	Manufacturing Areas
	Parts manufacturing and assembly areas, welding areas
	Quarterly
	Occupant of Area

	Shops
	Shops with chemical or physical hazards- e.g., machining, painting)
	Quarterly 
	Occupant of Area
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